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19/32" CDX OR 0SB ROOF SHEATHING W/ 8d © 6" 0.C.
EDGE, 12" 0.C. FIELD NALING.

NOT USED
48" SQ. CLEAR OPENING IN ROOF FRAMING TO ALIGN
WITH PUMP PEDESTAL BELOW. SHAFT OF THE SKYLIGHT

SHALL BE LINED WITH FIRE RETARDANT PLYWOOD PAINTED
WHITE TO MATCH THE ADJACENT GYPSUM CEILING.

LOW PROFILE ROOF VENT OF STYLE & MANUF. TO BE
APPROVED BY OWNER. TYPICAL OF 8 SEE SPECIFICATIONS

TOP CHORD TRUSS CONN. PLATES SHALL BE CAPABLE OF
TRANSFERING 2,500 LB MIN. TENSION OR COMPRESSION
ACROSS MEMBER SPLICE

322" MIN. SCREENED ATTIC VENT BTWN. TRUSSES AT
EAVE, TYP. AS SHOWN ON FRMG. PLAN

12"Wx48"H ACOUSTICAL LOUVER IN CMU WALL, SEE EXTERIOR
ELEVATIONS FOR POSITION ON WALL. SEE SPECS FOR MANUF.
& MODEL NO.

14" SQ. OPNG. IN CMU WALL ABOVE FOR WALL FAN
PER SPECS. CONTRACTOR SHALL VFY. OPNG. SIZE

22 1/2"% 36" ATTIC ACCESS PANELS W/ TRIM

EMERGENCY EYEWASH/SHOWER STATION PER SPECIFICATIONS.

24"x36" VANITY W/ SELF RIM SINK, PER SPECIFICATIONS.

3'-6" SQ. x 1-6" DP SUMP PIT. PROVIDE FIBERGLASS EMBED
ANGLE AROUND PERIMETER FOR SUPPORT OF FIBERGLASS GRATE
RATED FOR COMMERCIAL LOADING AT 3'-6" SPAN. SEE DET. E/S3

SECUITY SCREEN SEE DETAIL D/S5

4'-0" SQ. CONCRETE PUMP MOUNTING PEDESTAL. T.0. PEDESTAL
SHALL BE 18" ABOVE FIN. SLAB LEVEL. ISOLATE FROM BLDG.
SLAB VIA 1/2" EXPANSION JOINT MATERIAL PER DETAIL.

SEE MECHANICAL/CML DRAWINGS

CHEMICAL PUMP CONTAINMENT SHELF AS DETAILED IN *M" SHTS.

BLOWER PER SPECS W/ 8" VENT PIPE PENETRATION THRU
ROOF, SEE EXTERIOR ELEVATIONS.

2'-8" SQ. x 2" DP. RECESSED SLAB FOR FLUSH INSTALLATION
OF HYPOCHLORITE DRUM SCALE PER SPECS.

DBL. METAL TRUSS, SEE SHT. S-5 FOR TYP. TRUSS NOTES.

MTL. STUD BLKG. PER B/S-5

3'-0°x2'0" WIRE MESH WINDOW PER SPECS.
OF OPENING +(4'-0") FROM TOP OF SLAB

ROOF SHEATHING IN THIS AREA SHALL BE BLOCKED ALL EDGES
WITH 10d @ 3" 0.C. EDGE NAILING, 6" O.C. FIELD NAILING.
BLOCKING SHALL BE 2x4 FLAT. 2x4 SHALL BE SISTERED TO

INSTALL W/ BOTTOM

TOP CHORD OF TRUSS W/ 16d @ 4" O.C. STAGGERED WHERE PW.

EDGE OCCURS. EDGE NAILING SHALL THEN BE STAGGERED BACK
& FORTH BTWN. MEMBERS.

EYEBOLT FOR ROOF REMOVAL, SEE DET. C/S5
LOCATE MIDSPAN BTWN. TRUSSES.

4x4 BLKG, ® 24" 0.C. OVER CMU WALL W/ (2) L70 CUPS
TO 4x CMU NAILER

30" WIDE OPENING IN CMU WALL ABOVE CEILING LEVEL FOR
ATIIC ACCESS. SEE DET. A/S2

1/2" BOLTED CONNECTION BETWEEN STATIONARY & REMOVABLE
ROOF TRUSS, TYP. OF 4 AS SHOWN TO BOTH TOP & BOTTOM
CHORDS OF TRUSS (8 BOLTS TOTAL EACH SIDE OF REMOVABLE
ROOF SECTION SEE DETALS D&E/S3

BUILT-UP LIGHT GUAGE REMOVABLE METAL HEADER, TYP.
SEE DET. E/S-5

NOT USED

7'-0" x 9 GA CHAINLINK FENCE W/ 48" WIDE GATE

NOT USED

TYP. CONC. SLAB:

6" CONC. W/ #4 @ 16 O.C. EA. WAY AT MID-DEFTH, OVER 2" SAND
OVER 6 MIL WPM OVER 4" CRUSHED ROCK
SLOPE TO DRAINS AS REQ'D. (1/8"12 MIN.)

WALL LEGEND

77777

8" SOLID GROUTED CMU BLOCK W/ #5 VERT.
BARS @ 24" O.C. & #4 HORIZ. BARS @ 24" O.C.
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1 1/4" VENT FOR

CAUTION SIGN:

DOOR SCHEDULE

EXTERIOR FINISH SCHEDULE

PLAIN FACE BLOCK —

CAD FILE: G:/Projects/City of Morgan Hill/15—5-068/Structural 121416/16030—S4.dwg

SPLITFACE BLOCK ———__ | [ T T 1

SOUTH EXTERIOR ELEVATION

SCALE: 1/4°=1"—0

PROVIDE WIRE MESH

ENCLOSURE FOR FAN

BOLT 10

S;t) aéa ; HILTI KBlI
MBED 2 3/4” MIN

DOORS FRAMES . MATERAL & REMARKS COLOR
3 ROOFING COMP SHINGLES PER SPECS PER OWNER
. © a
3 s g § sy N é% 5 E %ﬁ § § 5lele % WALLS 8'x8"x16" SMOOTH FACE CONC. BLOCK PER OWNER
Elg| S Sl || =SS &S "
S|E|8|8|E|E HEHEIE S HEI S BRI R EBEIE § BRICK VENEER 4°x8"x16" SPLIT FACE PER OWNER
@ o [eofreoros]um| e S ® @ |mm|pur WALL PANELS ABOVE 18ga BOX RIB METAL PANELS AS MANUF. BY "AEP SPAN", PER OWNER
DOOR AT REMOVABLE FONTANA, CA (800) 272-2466 MATCH MISC. METAL TRIM
v @ ¢ |320%|7t0"|1.75" MTL| PAT. ) ® ele MIL.| AT,
[|—— PLAIN FACE BLOCK i
et @) ¢ [wofrolisun] | o ® wi| ear TRIM PANT AL METAL angozﬁ,rc[:‘tlxﬁg égfggg, LOUVERS, ROOF PER OWNER
[ — SPLTICE BLOCK ®| 8 pofyofis|um || o @ e e ML | PAT BULDING OCCUPANCY: 1 PERSON, 1 HR PER DAY
D008 ELEVATIONS INTERIOR FINISH SCHEDULE
ROOM ROOM WALL MATERIALS WALL
DOOR TYPES ! NAME FLoor | TSR W | Anisy | CEILING || MATERIAL & FINISH NOTES
f/‘lff;;gws oo1 | pump ROOM | 1, 2 3 3 3 3 5 4, 5 || 1. BROOM FiN. CONC. SLAB
WINDOW 2. NON-SKID ‘EPOXY COATING
002 | cHem. rooM | 1, 2 3 3 3 3 6 4,6
EAST EXTERIOR ELEVATION 3. CONC. MASONRY UNIT
SCALE: 1/4°=1'—0 1224 4. 5/8" TYPE "X" GYP. BD.
10" K SCREENED TAPE, TEXTURE & PAINT
TYP. ALL DOORS 50[,"@”’/55455 5. SEMI-GLOSS EFOXY
A B £ Y 6. SEMI-GLOSS EPOXY PAINT
FOR CHEM. EXPOSURE
60 o KP = MTL. KICKPLATE 7. GLOSS EPOXY
3-5 3-5" &
‘ ] =T
DECORATIVE WOOD BRACE
FRAMING PER DET. H/S3, TYP. N\ I | ROOF PAW. PER PLAN
_— 8" VENT FOR
! BLOWER BELOW MTL. TRUSS PER PLAN
MIL. STUD BLKG. 4 COMP SHINGLE RFG. Va1 FLAT BAR
MODIFY ROOF PANEL TO VA 3+ €. DOUNSPOUT i "EJA 5;935/5(,57?%& BoLl
NFPA 704| PLACARD: B W7 G T HOOK AROUND OFFSET —\ etV ! NUTS ON INSIDE OF DOOR
T0 WALL ADJ. T0 DOOR EDGEHN / ORIP Z CLEAT, ALLOW FOR 12 GA x 3" GALV. CLIP >
oy \5 /8" CYP. BD. EXPANSION & CONTRACTION Z
"SODIUM HYPOCHLORITE #10 SM.S. EVERY 2ND 10 SMS. @ 12 0.C. GUTTER STRAP @ 36" O.C. z
12.5% CORROSVE" @ D /4 FLUTE MIN., TYP. # T R o Z
18ga AEP SPAN BOX RIB [=———— 16ga CLOSURE PL: GUTTER ;
WALL PANELS BULT-UP MTL HOR.  GUITER FER RFC. MANUF. 2x4 RAFTER TALL 3/8" 65, HILTI Kl UA Z | paNTROD
INSIDE FLUTE CLOSURE ALLOW FOR EXPANSION 26 FASCA $OLID GROUTED W 2-12* EMBED, TYP. = ELPED i Hot DiPrED
SET IN SEALANT & CONTRACTION PER CMJ WALL NOTE: TACK UELD NiT Z GALVANIZED
FLASHING W/ DRP _ N 110 SHs. 0 12* g, SHACNA STANDARDS TO CLIP PL. -
EDGE e
HEAD FRAME ||
“ogrckop o B
WEST EXTERIOR ELEVATION NS E NS, nIs. sl
SCALE: 1/4°=1'-0"
o4 a4t
REMOVABLE ROOF SECT. REMOVABLE ROOF SECT.
RE}MO\IABLE ROOF HATCH
W/ SKYLIGHT PER SPECS.
& VENT FOR /@ ALIGN W/ PUMP PEDESTAL /’@ /— COMP: SANGLE. REC
BELOW
BLOWER BELOW J—— i r.?. - .
[ TTTTTTATTITITTITTITTIT | :pl’ ._/. T TIT T I TIAT] +(12-31/2)
\i\l\llllllm |||Illl\ll = = I = \‘I‘TI lll‘lllllll'/‘lllll
|
A 1'-0 i T MIL. PANELS 0/ A o AR 1
‘ | 9 e M howen _[TTTITTTT IITIITITIT B0ge PeR S Tt ot S AT
TT T T T T TTTITTT TO FASCIA IN THIS AREA | [T 1 l 10 FASCIA IN THIS AREA T.0. CMU WALL AT TRUSS
— to.. P — BRNG +(8-07), TVP.
“CPROVIDE END CLOSURE FA SIDE +(7-4 1?7. or_r;c
& o, TYPICAL 4 LOCATIONS th " &h dp GUTIER PER DET. "B”
P AT DANGER Sl § DECORATVE W 14 CaLmco SPLITFACE BLOCK
L " BRACE FRMG. PER
| — HIGH VOLTAGE DET. /S, TP, PIPE LINX TYPICAL
;=] q q - H/S3, TYP. = =

T.0. SPLITFACE HCB

+(3'-4")

PROVIDE WIRE MESH
ENCLOSURE FOR LOUVER
BOLT TO WALL W,

Sf) 3{8 HILT KBl
MBED 2 3/4" MIN

NORTH EXTERIOR ELEVATION

SCALE: 1/4°=1'—0°

'C" FOR TYP. WALL ATTACH.
1.0. SLAB (0’0"

\—lll:[:ln_ L ey

3" CI. DOUNSPOUT, SEE DET.
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